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CONCLUSION & RECOMMENDATION

Plan #1 is the recommended plan and involves construction of a substation capacitor bank at Ipswich
Municipal substation, construction of two new 23 kV lines, reconductoring of existing 23 kV lines and
pole top capacitor upgrades. The results of the study have been presented to North and Granite Division
Engineering and Operations personnel and there are no unresolved issues. Project Data Sheets will be
issued all recommendations shortly
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